NORTH TEXAS MUNICIPAL WATER DISTRICT
MONTHLY WATER ANALYSIS (WO# 1003295)

MONTH: Mar 2010

| RAW | | TREATED

[Mineral Analysis | mg/L 1 [ mg/L
Residue on Evaporation 220 294
Sifica (8i02) 7.93 7.19
Iron (Fe) <0.200 <0.200
Calcium {Ca) 60.7 66,4
Magnesium (Mg) 3.86 3.84
Sodium {Na) 18.4 27.8
Potassium (K) 3.50 3.54
Bicarbonates (HCO3) 136 116
Carbonates (CO3) 0 0
Hydroxides (OH) - 0 0
Sulfate (SO4) 36.3 84.1
Nitrite {(NO2) <0.0200 <0,0200
Nitrate (NO3) 0.575 0.436
Chloride (Cl) 18.2 23.8
Flucride (F} 0.213 0.509
Phosphates (PO4) 0.0380 <0(.0200
|Water Stability mg/L as CaCO3 mg/L as CaCO3
Total Alkalinity 136 116
Phenolphthatein Alkalinity 0 0
Noncarbonate Hardness 255 680.5
Total Hardness 162 177
Langelier Index - [- 3.134 1]
[Trace Element Analysis ma/L | I mg/L
Arsenic (As) <(0.00500 <0.00500
Barium (Ba) 0.0456 0.0386
Cadmium (Cd) <0.00100 <0.00100
Chromium {Cr) <0.00500 <0.00500
Copper (Cu) 0.00275 0.0872
fron (Fe) <0.200 <0.200
Lead (Pb) <0.00100 <0.00100
Manganese () 00203 =0:00100
Mercury (Hg) <0.000100 <0.000100
Nicke! (Ni) 0.00393 0.00378
Selenium (Se) <(.00100 <(.00100
Silver {Ag) <(,00100 <0.00100
Zinc (Zn) <0.0100 <0.0100
{Othér Analysis | Units ] | Units
Chlorine Residual (ma/l) - 3.29"
Total coliform ( Present / Absent) P A

pH (Standard Units) @ 25°C 8.18* 7.69*
Specific Conduciance (Umhos) A08 495
Turbidity (NTU) 12.5 0.140"
Threshold Odor Number 4E 4CL

Remarks: " ldenlifies Monthly Average Process and Field analyses.
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NORTH TEXAS MUNICIPAL WATER DISTRICT
MONTHLY WATER ANALYSIS (WO# 1002229)

MONTH:  Feb 2010 | RAW | TREATED
[Mineral Analysis | mg/L | mg/l
Residue on Evaporation 200 328
Sifica (5i02) 8.45 7.11
Iron (Fe) 0.238 <(.200
Calcium (Ca) 51.2 56.2
Magnesium (Mg) 4.63 4.69
Sodium (Na) 23.9 31.3
Potassium (K} 4.45 4.44
Bicarbonates (HCO3) 129 118
Carbonates {C03) 0 0
Hydroxides (OH) 0 0
Suffate (S04) 38.5 95.5
Nitrite (NO2) <(.0200 <0.0200
Nitrate (NO3) 0.510 0.425
Chloride (CI) 29.0 34.1
Fluoride (F) 0.331 0.540
Phosphates (PO4) 0.0430 <(.0200
| Water Stability mg/L as CaCO3 mg/L as CaCO3
Total Alkalinity 129 118
Phenolphthalein Alkalinity 0 0
Noncarbonate Hardness 27.0 52.0
Total Hardness 156 170
Langelier Index - f- 0.409]
[Trace Element Analysis ma/L | ma/l
Arsenic {As) <(.00500 <0.00500
Barium {Ba) (0.0508 0.0362
Cadmium (Cd) <0.08100 <0.00100
Chromium {(Cr) <0,00500 <0.00500
Copper (Cu) 0.00253 0.0577
fron (Fe) 0.238 <(0.200
Lead (Pb) <0.00100 <{.00100
Manganase-tMn) 0-024.2. 000402
Mercury (HQ) <(.000100 <0.000100
Nickal {Ni) 0.00349 0.00364
Selenium (Se) <0.00100 <0.00100
Silver (Ag) <0.00100 <0.00100
Zinc {Zn) <0.0100 <0.0100
|Other Analysis Units | Units
Chlorine Residuat (mg/l.) - 3.21*
Total coliform ( Present / Absent ) P A

pH (Standard Units} @ 25°C 8.15" 7.74"
Specific Conductance (Umhos) 417 501
Turbidity (NTU) 7.72 0.145*
Threshold Odor Number 17F 1CL

Remarks: * ldentifies Monthly Average Process and Field analyses,
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